ADJUST CENTERLINE OF
LIGHT BEAM TO 10°

ABOVE HORIZONTAL FLASH UNIT

HEAD ASSEMBLY

/ POWER SUPPLY

MASTER ~ SLAVE
CONTROL CABLE

LATCH WITH
LOCK EYE \E
BREAKABLE COUPLING A\

L—857 BASE
12" DIA. X 247

BASE PLATE

CONC. FINISHED
/ GRADE

B3

TRANSFORMER ———.

GROUND CLAMP,

GROUND
PLUG

SEAL W/HEAT
SHRINK 'TUBE (TYP.)

2" HUB CONDUIT
EXT. (6" MIN.)

GROUND
ROD 5/8"
X 8’

L 6" SAND

BRICK CUSHION

BARE COPPER COUNTERPOISE
SEAL WITH HEAT WIRE NO.8 (MIN.)

SHRINK TUBE (TYP.) PRIMARY CONNECTORS

L—-823 AND HEAT 1/C #8 Skv
SHRINK TUBING UNDERGROUND CABLE
IN UNIT DUCT

R.E.L.L.S. DETAIL

NOT TO SCALE

L-867 Tv. 1
HAND HOLE W/
METAL COVER

3/4" CHAMFER 247 ROUND

GROUNDLINE —\

3" MIN.
] CAPPED END

2]
>— 2 -~ 2" NON-METALLIC
CONDUIT (SEE PLAN
FOR LOCATION)

SPLICE
(HEAT SHRINK
TYPICAL)

2 — 4" NON-METALLIC
CONDUIT (SEE PLAN
FOR LOCATION)

ELEC. CABLES
iN 1" UNIT DUCT

BUSHING & SEAL
(NO SQUEEZE CONNECTORS)

\ £
(610) CONCRETE

6" SAND CUSHION

HEAT SHRINK TUBING -—/ >,

3/4” DRAIN W/PLUG /

HAND HOLE DETAIL

NOT TO SCALE

3" DIA

L-861 OR

L—-861T LIGHT FIXTURE
W/ COLORED LENS
(SEE GENERAL NOTES)

PROVIDE 2' CABLE
30 WATT LAMP SUACK  (EACH)
1" THIN WALL COLUMN r 1" THIN WALL COLUMN
I~
BREAKABLE COUPLING , BREAKABLE COUPLING
sl
SE L-867 BASE

/-—— FINISHED GRADE

L-
L~
W/ COLORED LENS

(SEE GENERAL NOTES)

12" DIA. X 24"

10"
MiIN.

18"
MIN.

TRANSFORME/R R
6.6 AMP 30/45
MARY CONNECTORS WATT (6~830~1)
L-823 AND HEAT

SHRINK TUBING SEAL W/HEAT

30 WATT LAMP

CONTRACT NO. = MR017

861 OR
8617 LIGHT FIXTURE

FINISHED
GRADE

GROUND CLAMP,

GROUND PLUG

SHRINK TUBE (TYP.)

2" HUB CONDUIT
EXT. (8" MIN.)

SEAL WITH HEAT
SHRINK TUBE (TYP.)

L 6" SAND

GROUND ROD
5/8" X 8
BARE COPPER COUNTERPOISE
\ WIRE NO.8 (MIN.)

1/C #8 kv

UNDERGROUND CABLE

IN UNIT DUCTY

PROPOSED SIGN

30

=

(610) 6" CONC. W/6 X 6,
W2.9 X W29 WW.M.

To745 WA (B30 f 5 ot e CUSHION
1/C_#8 5KV SEAL WITH HEAT PRIMARY CONNECTORS
N U BoeT B oNDARY LEAD SHRINK TUBE (TYP.) L-823 AND HEAT
MEDIUM INTENSITY LIGHT
STAKE MOUNTED MEDIUM INTENSITY LIGHT
NOT TO SCALE BASE MOUNTED
NOT TO SCALE
AS SHOWN ON_PLAN
3/4" EXPANSION
JOINT MATERIAL
I{E"Bsgmaﬁ\(sﬁe " W/GALY. o
L3 a3 a3 NOTES: STEEL COVER W C:"’H 8
o™

. ml | L | 1. TOP OF CONCRETE ENCASEMENT FaHED

- TO BE NOT LESS THAN 18"

" &, v - 5 b e BELOW FINISHED SUB~GRADE.

T 1o & & 2. ALL UNUSED DUCTS SHALL BE

& ‘ PROVIDED WITH A #10 PULL 1/c 8 s i

+—l e < \g&%&? n?H:LhAmvEER EEAJPSROVED UNDERGROUND CABLE

" o >\ BY THE RESIDENT ENGINEER. UNIT DUCT \

N > R CONDUIT (TYP)

<+ < \

L . SN 6" SAND CUSHION

i Py .. .y . ‘Q < .\ 610 CONCRETE BRICK

T ' \ 44 a8 6" SAND CUSHION / A FLEXIBLE CONDUIT

EACH CORNER PROPOSED TRANSFORMER RUNWAY EXIT AND

CONCRETE ENCASEMENT TAXIWAY GUIDANCE SIGN DETAIL

EDGE._OF PAVEMENT

NOT TO SCALE

NOTE:

(TAXIWAY GUIDANCE & RUNWAY SIGNS}

4— 4" NON—METALLIC 1. FOR TAXIWAY GUIDANCE
BRASS MARKER CONDUIT & FITTINGS

(SEE DETAL)

CONCRETE ENCASEMENT
SEE DETAIL THIS

PROPOSED HAND HOLE

& RUNWAY EXIT SIGN DATA SEE ELECTRICAL

LIGHTING PLAN SHEET NO. 9

GENERAL NOTES:

(SEE DETAIL THIS SHEET)

SHEET 1. BREAKING GROOVE OR BREAKABLE COUPLINGS SHALL NOT EXCEED
- 1.4" _11 1~1/2" ABOVE GROUND LINE OR BASE COVER.
(St et e B S A — 1 2. COPPER CLAD GR. RODS 5/8” DIA. X 8-0" LG. SHALL BE DRIVEN
! I s/ 2 - 2" NON-METALLIC CONDUIT 1'-0" BELOW FINISHED GRADE & COUNTERPOISE CABLE SECURELY
# & t EACH HAND HOLE ATTACHED TO SAME GROUND RODS SHALL BE SPACED MAX. OF
: t ~ 1000° APART AND LOCATED NEAR FIXTURE.
i |
0 S S 3 3. HIGH AND LOW VOLTAGE CABLE SHALL BE RUN IN SEPARATE
PERMANENT BRASS R o UNDERGROUND DUCTS.
MARKER SET IN CONCRETE -
(SURVEY MARKER) " Ve 4. WHEN HIGH AND LOW VOLTAGE CABLES ARE IN A HANDHOLE OR
30 4—WAY CONC. ENCASED DUCT 30 1 MANHOLE PROTECTION SHALL BE MADE AROUND THE HIGH VOLTAGE
! SEE PLAN FOR LENGTH PROPOSED HAND HOLE CABLE. THE METHOD OF PROTECTION SHALL BE BY SPLIT DUCT
BRASS PAVEMENT MARKER DETAIL (e B s e ACHGR CLPPED 10 T WAL
NOT TO SCALE 5, L—861 SPECIFICATION DENQTES RUNWAY LIGHT FIXTURE. L-861T
4 -WAY CONCRETE ENCASED DUCT DENOTES TAXIWAY LIGHT FIXTURE.
NOT TO SCALE
REVISIONS
DRAWN BY: JMT CAD/.DWG: ELECTRICI SCALE: AS NOTED SHEET 10
caoy Due ——T— CHAMLI‘NQ PERU MORRIS MORRIS MUNICIPAL AIRPORT ELECTRICAL DETAILS
~ ILLINOIS MORRIS, ILLINOIS _
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